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 A Post Survey Revisit (PSR) to the Life Safety 

Code Recertification Survey conducted on 

04/18/12 was conducted by the Indiana State 

Department of Health in accordance with 42 CFR 

483.470(j).

Survey Date:  06/14/12

Facility Number:  000939

Provider Number:  15G425

AIM Number:  100368660

Surveyor:  Mark Bugni, Life Safety Code 

Specialist

At this PSR survey, Quality Community Services 

Inc. was found in compliance with Requirements 

for Participation in Medicaid, 42 CFR Subpart 

483.470(j), Life Safety from Fire and the 2000 

edition of the National Fire Protection Association 

(NFPA) 101, Life Safety Code (LSC), Chapter 33, 

Existing Residential Board and Care 

Occupancies.

This two story facility with a basement was not 

sprinklered.  The facility has a fire alarm system 

with smoke detection on all levels including the 

basement, the corridors, common living areas, 

and client sleeping rooms.  The facility has a 

capacity of 8 and had a census of 7 at the time of 

this survey.

Calculation of the Evacuation Difficulty Score 

(E-Score) using NFPA 101A, Alternative 

Approaches to Life Safety, Chapter 6, rated the 

facility Prompt with an E-score of 0.35.
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Quality Review by Robert Booher, Life Safety 

Code Specialist-Medical Surveyor on 06/15/12.
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